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NOTES

1.

ALL METAL SURFACES ABOVE GROUND SHALL BE DEGREASED AND
PAINTED WITH ONE COAT OF RED PRIMER AND TWO COATS OF DEEP
BLUE FINISH. (RUSTOLEUM OR APPROVED EQUAL)

SEE CONCRETE STANDARDS FOR PADS.

THRUST RODS AND/OR REBAR EXPOSED TO SOIL SHALL BE ZINC
COATED

ALL VALVES WITH OPERATING NUTS MORE THAN 24” DEEP SHALL BE
PROVIDED WITH OPERATOR EXTENSIONS PER GPSD NO. 217
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